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CONCEPT DRAWING | A-02
PLUMBING WORKS : TRANSMISSION and DISTRIBUTION PIPELINE
SECTION No. MATERIAL DN.[mm] LENGTH[M] precsune TANK
MUSHIKIRI T a w e - N
2 PVC(PN10) 90 452 0
N YA 2 U B U Y E 3 PVC(PN10) 90 1906 2
4 PVC(PN10) 90 2 050 0 |
5 PVC(PN10) 90 921 0
e 6 PVC(PN16) 90 955 1
7 PVC(PN10) 90 3250 0
/ 8 PVC(PN10) 90 2684 0
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9 PVC(PN10) 90 2422 0
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SPRING @ e "m‘ DISTRIBUTION TANK : 100m3 PUBLIC TAP STAND (4 taps) 26
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S, \ Y L2t VALVE BOX (GateValve, AirValve, Washout Valve) 35
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WATER SOURCE PUMPING STATION
- RWl,lAKINIGA Water Source )
- Collecting Weir
- Receiving Tank : 100m3 °
- Transmission Pump : 500L/min x 190m x 30.0kW
- Generator : 125kVA
- Pump House
- Fence / Gate
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